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AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.
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11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  X is extended, is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 
(a) By completing Items 8 and 15, and returning 1 copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
SECTION  SF 30 - BLOCK 14 CONTINUATION PAGE  
 
 
 
The following have been added by full text:  
        ADDITION TO SPEC. SECT. 15200

The following change shall be made to the specifications: 
 
Section 15200, Page 36, Paragraph 2.21 – Add the following: 
 
Vacuum priming system shall be simplex, designed to provide vacuum priming for 
the raw water main.  The priming system shall be heavily constructed for 
continuous running duty, including a heavy steel tank, having a minimum 3/16” 
thick shell and heads including a corrosion allowance of 1/16”.  The priming system 
shall include:  dry reciprocating piston or rotary oil seal type vacuum pump(s), 
motor(s), vacuum switches and priming valves, vacuum gauge, water gauge, vacuum 
break valve, water level control switch, warning horn or light, magnetic starters 
with H.O.A. switches and 110V transformer.  The priming system shall be a 200 
gallon single tank mounted unit, complete with OSHA belt guards, all assembled, 
wired and pre-tested at the factory, for immediate use in the field.  The vacuum 
pump shall have a rated displacement of 60 cubic feet of air.  One automatic 
priming valve shall be furnished as shown on the plans.  The priming valve shall be 
installed in an 8’ dia. precast manhole as shown on plans and listed in Section 02531, 
Sanitary Sewers.  The priming valves shall be installed in strict accordance with the 
Manufacturer’s recommendation.  The complete system including the priming 
valves shall be on one manufacturer. 
 

 
 
  
        CLARIFICATION TO AMENDMENT 3
The Standard General Conditions for Procurement Contracts pages 00700-1 through 
00700-18 are for information only between Contractor(s) and seller of Zenon materials.  
The Standard General Conditions for Procurement Contracts listed on these pages are not 
applicable to this solicitation or resultant award.   
  
 
(End of Summary of Changes)  
 

 


